
COMMON MISTAKES MADE DURING THE RESIDENTIAL 
ELEVATOR INSTALLATION PROCESS 

 
 

 THE LANDING DOORS MUST BE FRAMED IN A 2” X 4” WALL 
AND NOTHING GREATER SUCH AS A BLOCK WALL OR 2” X 
6” STUD WALL OR GREATER. NOTE: FROM THE BACK SIDE 
OF THE LANDING DOOR, WITH THE DOOR(S) CLOSED, TO 
THE SHAFT SIDE OF THE LANDING THRESHOLD, NOSING, 
FLOORING, ETC CANNOT EXCEED 3” MAXIMUM. THE 
ELEVATOR CANNOT BE TURNED OVER TO THE CLIENT IF 
THIS DIMENSION EXCEEDS 3”. (SEE ANIMATIONS & 
DIAGRAMS/FRAMING DETAIL/3 X 5 SAFETY RULE) 

 
 MAKE SURE THAT THE TRIM INSTALLED ON THE INSIDE 

OF SHAFT AROUND THE LANDING DOORS DOES NOT 
EXCEED ¼” MAXIMUM THICKNESS. (SEE ANIMATIONS & 
DIAGRAMS/FRAMING DETAIL) 

 
 THE 240VAC DISCONNECTS ARE PROVIDED AND 

INSTALLED WITHOUT THE AUXILLIARY CONTACTS 
SUPPLIED. THESE CONTATCS ARE REQUIRED WHEN THE 
AUTOMATIC BATTERY LOWERING FEATURE IS BEING 
PROVIDED. (SEE REMI RECOMMENDED DISCONNECT 
SPECIFICATIONS IN ANIMATIONS & 
DIAGRAMS/ELECTRICAL CONFIGURATIONS). 

 
 
 THE INSIDE OF THE SHAFT MUST NOT HAVE ANY HOLES 

OR PENETRATIONS IN THE WALLS. 
 
 THE LANDING DOORS ARE HIGHLY RECOMMENDED TO BE 

SOLID CORE DOORS. THE PRUPOSE OF THE SOLID CORE 
DOORS IS TO PROVIDE ADEQUATE MOUNTING FOR THE 
DOOR LOCK KEEPER. 

 
 



 THE LANDING DOOR HARDWARE IS REQUIRED TO BE 
INSTALLED PRIOR TO THE ELEVATOR BEING INSTALLED 
AND/OR TURNED OVER TO THE CUSTOMER. 

 
 WHEN POURING THE CONCRETE PIT FLOOR MAKE SURE TO 

MAINTAIN A SMOOTH AND LEVEL FLOOR. 
 

 WHEN FRAMING AND INSTALLING THE DOUBLE 2” X 12” 
BLOCKING IN THE “RAIL” WALL BE SURE TO MAINTAIN 
THE ENTIRE WALL PLUMB. (SEE ANIMATIONS & 
DIAGRAMS/RAIL BLOCKING PDF) 

 
 BE SURE THAT THE ELEVATOR PIT IS FREE AND CLEAR OF 

ALL WATER AND DEBRIS PRIOR TO THE START OF THE 
SCHEDULED INSTALLATION.  

 
 THE PHONE LINE MUST BE “HOT” PRIOR TO THE 

ELEVATOR BEING TURNED OVER TO THE CLIENT. 


